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to prevent stagnation and bacteria growth during low flow periods 

or the warm summer months? Explain how this determination was 

made. 

3. With control or operation changes, provide the maximum 

amount of water which can be withdrawn from the proposed tank on a 

daily basis. This response should be based on no customer having 

less than 30 psig and replenishment during the same 24-hour period. 

Done at Frankfort, Kentucky, this 3rd day of Apri l ,  1996. 
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